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O Q O Q 4 PROVIDE BONDING JUMPER, ONE ON EACH JOINT IN CABLE TRAY. PROVIDE

BONDING JUMPER TO EACH STRUCTURAL SUPPORTS (UNISTRUT) — SEE DETAIL 1/E015
& PROVIDE 1#2 THHN GREEN WITH ORANGE STRIPE —CONNECT TO NEAREST, LOWER

B e e MULTIPOINT GROUND BUS. SEE DETAIL 3/EQ15
] ® PVC SLEEVES, NO BONDING/GROUNDING REQUIRED.
i & PROVIDE BONDING JUMPERS, AT EACH JOINT IN WIRING TROUGH AND BOND TO
@ T ﬁ , 7 T a0 | ] CABLE TRAY. PROVIDE BONDING JUMPER TO STRUCTURAL SUPPORTS (UNISTRUT) —
. NSNS ANAN DAUAN SIMILAR TO DETAIL 1/E015
B 5
- ’ T T T 4 .
| Wf o = W GENERAL NOTES:
B TN L o 1. REFER TO DRAWING EO15 AND EO16 FOR ELECTRICAL GROUNDING DETAILS.
- | : 2. COORDINATE ALL WORK IN THIS ROOM TO BE PERFORMED DURING FACILITY LOW
] e R R G R N S R =3 : : — OPERATION TIMES (NITES AND WEEKENDS).  COORDINATE WORKING HOURS ALLOWED
< /uﬁ e T T -+ r il ' AND TIMES PROHIBITED WITH COTR.
- b oo A Lot R e St S s o s + £y { 3. ALL WORK IN AND AROUND EXISTING CABLES AND EQUIPMENT SHALL BE PERFORMED
FH ] HA o - WITH EXTREME CAUTION — SQ AS NOT TO DAMAGE EQUIPMENT OR CABLING.
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